
BBB Tank Services, Inc. 
AST Services and New API Tanks 

Out of Service API 653 Report 

Date 1-04-2011 
Owner: Superior Crude Gathering 
Location: Ingleside Texas 
Tank13 
Project No. 
1276RTX 

.TANK DESCRIPTION 
General Information 

Tanlc Number: 
Owner: 

DesignSTD: 
Tanlc Location 

Site: 

Manufacturer: 

Product: 
Normal Oper Temp: 

Cathodic Protection: 

Dimensions 
Diameter: 
Height: 

Filling Height: 

Nominal Capacity: 

13 
Superior Crude Gathering 

API6so 
Ingleside Texas 

Falcon Refinezy 

Balcer Tanlc Company 

Crude Oil 
Ambient 

No 

122'6" 

46'0" 
96 6QQbbls 



BBB Tank Services, Inc. 
AST Services and New API Tanks 

Geometry 
Foundation Concrete llingwall 
Bottom Lap welded (installed 2010) 

Shell Butt Welded 

Fixed Roof Lap welded (repaired 2010) 

Floating Roof Aluminum Pontoon (repaired 2010) 

Primary Seal Mini shoe 

Secondary Seal Wiper Tip 

Dates 
Year Built 1977 
Last Inspection Data not available 

Openings 
Fixed Roof Spiral Stairway 
Floating Roof Manway (when empty) 

Coatings 
Bottom None 
Shell White 

Fixed Roof White 

Floating Roof None 

• 



BBB Tank Services, Inc. 
AST Services and New API Tanks 

Inspection report 

After inspection of tank 13 Superior Crude Gatherings tank the following repairs were 
made, tested and recorded. 
New l/4" bottom was installed (lap welded) 
Internal floating roof was repaired to speclcs 
External Roof was patched with (346 Patches) all were tested 

Summery 

Tank 13 was repaired and a new floor was installed, Internal floating roof was repaired, 
external roof was patched, tanlc was then tested by Hydro for a period of 24 hours, no 
lealcs were found in any testing, Tank is ready to be put back into service. All completed 
reports and testing to follow. 



CliENT 
LOCATION 
TANK NUMBER 
DESCRIPTION 

December 7, 2011 

SUITABILITY FOR SERVICE 

SUPERIOR CRUDE GATHERING 
INGLESIDE, TEXAS 
13 

122'-6" DIAMETER xSO'·O HIGH CONE ROOF TANKw/INTERNAL 
FLOATING ROOF 

Tank 13 is suitable for service according to API-653 since the repair recommendations 
from the APi-653 Out of Service inspection report were met. 

1. The tank bottom was removed, replaced and tested to API-653 requirements including 
vacuum box testing of the weld seams and liquid penetrant testing of the shell to bottom 
intersection or corner weld and visual examination of the completed work. 
2. Voids under the tank bottom were filled In with new, clean, washed, river sand. 
3. The internal floating roof· aluminum- minor repairs to the deck skin and perimeter seals 
were completed. 
4. Repairs to the peripheral roof vents and new bolting and screens were completed. 
5. Repairs, including patch plates were installed on the flxed-·cone type- steel roof. 
6. The door sheet was reinstalled and x-ray tested to API-653 standards. 
7. A Hydrotest of the tank was completed In accordance with API-653 and held for a 
minimum 24 hours. 

Sincerely, 

~~{__£_#.-;:,p4b/ 
Robert E. swain 
API-653 Certified Inspector# 6290 

. ca';j,~;~ieoffi~~;· 9225.Leoiia-rdsi:. i:~rp~s cti;·,~·ti, 1-~~s iii409 ·. Pti.;~;-{361) i4i-:ioii1: F~~-{36.ii i4i ~i.oii6 ... 
Operations Office: 3506A Independence Pkwy ·La Porte, Texas 77571 ·Phone (281) 542-9330 ·Fax (281) 542·9336 



March 3, 2010 

Mr. Ralph Gamble 
BBB TANK SERVICES, INC. 
9225 leopard Street 
Corpus Christi, Texas 78409 

I~ B B l'A N K .S E R V I C E S. I N C. 
;\~I Sl I(VIC.LS_M-Jt) i'JIW ;\PI TA!'-lKS 

API-653 INSPECTION REPORT Summary 

IN SERVICE INSPECTION 
OUT OF SEIWICE INSPECJION 

CLIENT SUPERIQJi!;!WOE GATHERING 
LOCATION ___ _lli9JIS![l~,JE~/:I~ 
TAN.Kf!. ____ 1~ 
SIZE 122'·6" Dlanwtor X 40'·0 H!f:h 
DESCRIPTION Cone RoofTank with lojernQ!Jioal!n&Roof !Aluminum}. 

A.-. per rNJUe'it thl:> tan~ w.l'l ~~x . .\tnlncd and in·;pt~cLccJ in <~ccord<:mce with the API-653 Out of Service 
Inspection requirements .ltHJ the follow In I~ ltt::·mo; M~ .1 'itmlmar·~ of the inspection and my recommendation for 
repairinp, thi> ton~. 

1. EXTERIOR· 
A. Shell· lh.:- :1ht~ll i.s iJ(({~ptabk• 
B. Fixed Roof· The fF.Xl'~d <"OrW rm)f h:i) ;• lot ()j hCJii.·s, ru<>t .Jnd corroded areas. The existing pat(h plate:. 

:>eem to bi! fine, howevN the (~llllrt• roof should he do·;ely ext~rftinc-d and patch plates applied were they Me 

needed 
b:Jmination by vi<.,u.JI .md halllll\f't k•!>.ts U!vPaled thin spots in the fooL The estimated JreiJ to rccrive 

patch plates is 1200 to l~iOO ~.quar(' ft~ot of thf\ roof. 
C. Fixed Ro<Jf Fittings. 

1. Repair tlu.· painlt·J s luf( 
2.. Repi;Ju~ lht• bolting .HHl (:trNm~ on tlw roof v0nts. 

U. Nonlus/ManW\lVS· llw Hi•~ket\ ~hould bo rcp!Jcrs prior to putting the tank bac:k In service cmd ~ome 

of the nul~ ond boll' will abo requlrr• rcplaC<!IIWnt. 
E. Paint· The r!xh_1rlor p;1lllt requlrj•> ft'?Jhilf and will require roof surface prep;:ut:~tion and pt~inting rlfter thP. 

roof patches tJI'e Installed imd aftpr lht) t;tnk hot tom W(Hk Is tomplett~. 

2. INTERIOR· 

corporal!~ Offk:a: 922!i t.(~opard t;c ·Co rpm Chti'.ti1 Text:~s 7St109 ·Phon~ (3G1) 2t11-1001· F~x {361) 2111-1000 

Operation> Off\te: 350Gi\ ifldoprmdoi\U! i'kwy • La Porto, Texa> 77571 • Phone (281) 542-9330 ·Fax (2R1) 542-9:\Jii 



BBB T;\NK \rRVICES. 1 Nc:. 
AS I <;f ltV h. 'I.\ ,\I'-ll) Nl W ;\I' I TANKS 

------~ ----~- --~-----

lh_Ah.Hlllnum Interior Floating Roof. Thc} pontoon'., cktk ~111d ~eal s~em to be in fair to r.ood condllion, 
1-l(JWC'VN, {'I few repairs are required. 

l..( t1} Four ilfCiiS at the rim .Jngle at Ow prlmaty '.eal need to be repaired. 

2. ( 13) Roof drain tubes m!ed to he rtml.lCtHL 

3. ( 7} rips In the deck skin rwed to h1! r1•p.1ir r·d . 

.!L Tartls.J!QJ!9J.U.- A visual and h<mmwr tesl r:.:.;m1ln:ttion of the t;mk bottom reve<Jicd a multitude of hole;;, 
s.evcH~ ...:orrosion1 rips, thin plate and problems wHh tlw t.mk bot\l)nL 

lhe tank bottom should be replated in lieu of ptrtching. 
Whr.n t_1 Xilrnining the tank bottom there wcrf" numerous low ')pot·; :t<> vn•ll,v;. "tin Canning" while w<1lking on tlw 
tank bottom. This indic.dtt:"' voids under the tank bottotn lh.t! wlll11:quiH• new sand lill. 

If you have questions or toncern5 rcgJnHng lhl~ sumn1,ltion letter or rny inspection p!eJ::.~ let me know, 

Slne~rely, 

DDil TANK S[RVIC[S, INC. 

. ' '- ( ' 

Robort f. Swain 
1\PI-653 Certified ln>pe<lor" 6290 

COIPVIJlo Qlfi,c: Q2l5 Leopord 51.·· Corpu> Chrl>ll, To>:<1> lO·lQ~ !'hone (36!) 241-1001- fox {J<.il) 2'11 1000 
(lpp1,1llnn•. Of lice: 3SOGA Bottleground Hd -lal'mte, Tt•x;>•; 11~>11 ·Phone (2Rl) 542·9330 ·Fa>: (2Rl) S4l·~BG 
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TANK <liUT·EIF·SERVICE INSPECTION CHECKLIST 
---

!tom 

v 
·-·-·-·--·-----

e. ChiN.ik lht1t Wlllls adoquate!y supp01led, !ncludi!\(J !1:-<Wl h-l<.'l! !~~~-u~,~t;;~-~-;-~-~1 f-loating 

-~ I 
d. -dlQ(:-k for pres.cnca oi·f,111ing (.k1jecl h~~7i':!Hl:;~--:~;Jt:h 11~; (\iln"Jdr,IJ--!ii-;,~~U!1hr~t ;;·iiMs, 

!'lS.ph[]Jt &1.1!aclites. and tmppHI h;•drOC~IILL'Ilfl intJfl{.1Hl!ll'il1 ,, plUt)l}(d_ltlqtil~mont or 
appmt•W,1nD.:•s, teUgcs, ole .:__ ___ _ 

tJ. lnsp-t-:;llor ~:J;pping h.)7ards on th& botto-m und r<:.(Jf dllfk~-. 

I. !nsJ!D-r.l slnr::tw<tl·...-eds c•n ac>::ess•'•ilYfi nr,_,-j (!'!)~. 
-----------~------ -----+· L'/------f 

!J Ch;;~;l\ ~ur11'<:>:-& nc·•Jdin!J Hi:::;pectk1n f;)r a h~;avy-:.-:.-::JI\1 IJ!;,;,Jdi' ;;I~<.J dw-..:-~~ ·t,i:'1d .::oJm~ 
!m-d (lily S~lffHC!:-!:i \•,horo W8ld,ng i:; 10 h-:~ J'!1l0. tiul•~ iH•:-1', rH>!":I·;·-;,_J fH(~Ir• fi>'>t-Hlifl<J, 
it•dHdln•J bl,v,iifltl. _ _:__ __ 

Couuncnts 

1!- lll!!p-ect oil we:ds for corros1·.:m and t.Qak>, p,-.rtcutHty \t~<1: ~;..--,:!-!(• h-:J!:t)lit w;;.~cl. 

L fw-ipt.v..:;l !i.ko:ch p 1~1te~ f111 tOHOSf(ln_ 
_ _i_- -- _!'L.:X~--- ~---. 

q Clwrl t:onrMton of int>mHI ~;urnp, If ;.Jprlk~li.IIO. ~il!imi<O!_I !Jqq;.J ~:h·-:.uH l.H.l removc.j 
ftom UJO :;ump to allo'JI for con1p!Bta inspflc.tion :'t!ld v;wrtHo 1\•:.tiniJ ol wr1kl Mll:uti5 as 
rlpf)(Upfinte. Sump bottom and side·Na!l plato and ~;~lWfl'; 1\il•!d to bo ovalu:1tod 

k1r hoth product-side and soil-side corro~ion. 

~~---- _!;:1!.!/t? !,/- .i:c___-

h. ti~.~lt;-l .1nd mflfk voldr; U()(Je( the oonom. . -·- ··:·-··· " --·. ·' !I! 
v "' . ·"_0><~ •• f. fiHGOI!J hV\IOrrl data on a la~•out sketch U~Iillq lllo O:O:I!>IInq btll!nm plains as 3 grid. 

Lbt tllo numbo1 and slws of putclm!> 1cqulrod. 

1, Vncuum lo3llho bot1om lnp wolds. ·--1-~Aw· ~c-___/J_ f--. -
k. llmntnol tosl or u!tmsonlcally ex,1rnino any !>lhjhtiy f/i·;~~oi!Jinli ~pott; or <lamp :-1rGas. _ _,. ... /~__:_~_~::':.~-

1. ~di;:(."CiNi'Qit).for~h)y pads unLier nil botlom nlt;;,~i)J~;j d!)~~. !_;(wJ;~:;i·:::- !Htd supports. 

111, h;~;w~c:l floi\tlnu rt:.Xlf leg pads. for plttng or cutlin[), 11nd ~~~D-''-''.;!VI) 'Jitnp!tng {indicating 
11-.'CI~:;-:;Ivn lo,'Hfln[J). 

·~---~-
n r.i\N:k\t~~ r.o!urnn b(lses of fixed hX>f supp(ill<> hr ndf•itJJ:II-t j,;t(i~ ;1~1 tt>s!fnidny 

t!ij•::.. 

o. h! o;Jttli-qual-:o ZDfl-'JS 3 Lind ·i. cl't<!d th.al roo! wpp-'Ab <iHJ n<•l \1..'U!<lcd d-':··l'o'n !o 111~ 
!Mt\1. li0Uom, lillt <-ue ody restraint-d fmrn hiJfilfAil!)l l'lF>'ill:l:t'ltl 

/ 

·--·1 
I -- ~---[ 

' 



C.2.'1.3 

t:.i'./.11 

TANK OUT-OF-SERVICl: INSPECTION CHECKLIST -Continued 

I torn Complelcd 
,; 

--+----~1 
IL lloport illho columns have c1oss ht<h~lng In Uw nma bdl'i!~(Jil tho l1Wi ptnnrJ out or the 

lop oltho B./11)11 {IO( full/rc intornut Hoatlnn rofllln::~lallilll!)ll), 

FIXHJ fiOOF APPURTENAtiCES 

I 
~~.:~:~~~~:::::;:;:::c:f1:: qos;;o~; on t~'''''' ''"'""' d ...,, ""'';, <•We<> .. 1.-\ /· .. · 
11\:ljHJ(~j lho cond1tlc;n althA stCJ[Jing supp011lnt Ullf!"J!~,,-,!1 _ / __ 

Ar<HIIhel3 nnd V~nts 1 ;t/ 
a. ln!~pocl nnd service ltm tro~ttlcr. 

Cotumonts 

····-1'/;c-'··---1 

' .. . / --1» . ·r 
h. lnSJ,}~~~~~~~~~;-~1~-~~~ vr.nts ;mti hrA<J1h(1j s. __ J,_~ ~-:ku.#~~ --------1----------- _ 1 ~-'"· lf_,/{t{} _ 
f: mornr:nty PN Hntches. Jll /.o 

;I I.JI·!;I~;.r:l~nd t>;~-~ prossuro.'vacUl!m h;:tldv.''_;, t~3ntl'fl~l !i/i•:llt_I~IJ1(• lnqll<HI·.)~J!)h l(~j1fH---~--'(-(V 
\'llnl chaaetln~ of brt-lllhe• dur;ng n<HlllCil rJp~!r.J1J•.>II :_,t:l' IH•:•I'h()l u,;.HlLJLlctUror;; 

uultl·•.j 
0 _.._ _____________ ~------- --·--------- --M- -- -·-·-

II l!l'·',pi;rl !:t\tHI St'.-JIIln:l·l-F:-'-,. !()r Ui!fn·)r HI i-ifl1l jlf{•j•••f i;q11,1! !" .1-j illltll! ~.r.~l .... _ .. ______ -!--~--
C.2.7.t; Sampto Hntch 

G.2.B 

0.2.8.1 

-------

b CIK<J; tn;H Uw- cu,•a o,:,p.:·rates Dfe>p<HI'l 

C. \! IJHJ !(U\J.\ k'IB fv) !}i'Hll)d WE' I!, cl:t0<k fOf d h;">!(! dl tt•;\.JIV.•) I!'•;Jfh;t i'lr~:J tJ:c-d< fi\-2."1-

StH(•fi!U/11. 

flOA liNG ROOF 
.. -·-·--·---------

rtool Deck 

o. llammor to~t tho llfC::J batween roof rim an-:1 f>h-tll!. (llw_;(:O'i'-' f(,, hmnmtH t<Clsting is 
lnudoqunlu, measure tile Uistance from tho ho!lmn f~d\)O ol !! 10 IOOI!o tho corriXIOO 
oron nnd thnn hnmmor test from in .. 'ildo tho jX)nhmll.) 

b. In nmH wator M1v!co, clean and test all dcmk p!(llt) 'Nold snrun~;for cracl<fng untoss tho 
lowor lnps hnvo been sea!~wP.Ic!Ad. 

c. ()heck thnt eltl\er tho roof drain is op-:=Jn ()r tho <Ifill!\ fil{HJ 111 \IIU roof!~• opon In mso of 
un<J:o:poctotl fi11n 

d, ();; l!at bottomed and cDne b~)I\Om rrxll dH<:k~>, (:ll(lcl\ !(11 a <,~.lf"'H tlam n.roun-d tho 
llfHlflhCtry of tho roof. lho dJ.m should I::JD .::.onbnlJIJIYl >'o:ll!iJlll htt~ilk I'> Jlt~·Jent oscape 
of v.1WH:'> lo !he se~'\1 area from uMer me ~~.ml<>r or ltw !(_F)f 

Hoallng Ho-nf Pontoons 
-- .• 

;~, V1SU:.1!1y ln::p-c-ct each ponto:}n for hquiQ io:;(I!-;;:•U<J. 

b. HtJn a liqhl y,ire trHuu-;h the gt_..;]S<:r'.'l:~~:.. v('flt(~ (:-'I !od·:fHliJivNn :nspt:cti{_,l\ hatch CO'.'crs 
li) IHil~(, f,\JfO !hoy tHO Op(;n_ 

/ 

(; f(I-L'_pii{:lli.>(-J.:duwn L::ttchus on eac-h ower """' _______ _i___:_. 

jJ;. 
,:);!-' 



C.?.0.3 

C.?.10.~ 

T ~J;-:-; !~ISI·~_uln'J, HrYAYi. ,,~_ 1 t:nAlt' -~;, A.\D 1 h:cu·,Sf11P:: r:o'J 
~~~~ 

~~~-' ~-~----

TANK OUT-OF-SERVICE INSPECTION CHECKLIST -Continued 

llern Completed 
v' 

IJ. hl1:11r.d hold-down system lor buckling or bundinn. 

(;, ht.:;poct loam for liquid obsotpllon and dotorloltJ!ion. 

fllm·Mountod Socondarl~s 

,1. ln!JcJHlCIIha rlm-mounMd bolting bar tor coriOslon ;Hid !Jflll\<)11 wu!d::. 

b Mnw.uro and ch<lft serll-tu-she!l gZtps 

fLOAT lUG ROOF APPURTWAIICES 

b On hml<.!j with inlorfacn tlUtO<JHliQeS, dwck ~.en! ;uotHlilq.\tJqo !npn Llhl;~ <md uuid-e 

1

1 
Yilh't• tluouqh monway CO'/er. 

lllm Vont 

h UhrJrh V'.!nllor condition of ~crnon 

tloti·l:t:~n:l ro•Jt tank~; wi~,JIH u-1!:;> 1-!nvl•f.\I'J!;<•II'.-rlnrt,p, 11'•-!11''\'. !i ···rq·>fi HI·:· •.:•Ytt 
d li.'c!l. Ill•.' 'i('fll 01p•: hJr (•jrro::;ion .111h<:. n'pn li'l 1 ~~-- J· ,:nt ,,,-.j, J,. 1• ~- !11:--111 "' l•l·t••J·r~J t:; 
fiO•Ji!llill<-'l 

Vt~c;uum Oreaker. Breather Type 

1o ChM:i< lh-11 noniH piflH rro;-e<:'-t;. r~• mi.ro th:tn 11: 111 b::·h.NJ ,,::-:A (J.:cr . 

l-1'~-

1 Iii 

r 
_,,,r, 

. ---,·----~~-'--+~~-! 
C.2,10A Vacuum Br~ak~r. Mor:hanical Type 

ln~~P.fXl 11\(, st~m lor U11nnlng. Measure huw fat ttw V•)(;IJ!J(ll hlr~al-:r;~ cudH i:;. r aiserJ off tho 
p!po wtHmlho roof is msting on high or loi'.' to-gr. 

~. On liluli loos: z; -

C.2.1U.!j Hoof Drnlns: Open Systems, Including Emcromu~y Urlllllll 
... -,-~~,-~~-+--''---~-! 

n. Ctw<.:k liquid lnve1 insido open roof drtlin~; for odoquatolmohr,nrd. Floprnt if thote Is 
!(lfiUificlont di~ttmce between liquid tcvol and lop ol jffllh 

h U li!llk cotnos under Nr Quu/ity Monitorin~:) Oit;l!klm!f1:), ln~ijl!Jt:l tho tool drain vnpor 
plllq 

r; llomnrnonr;y drtJ.ln is not at the r:flnlflrollh~ !o-.">f, dll'<'JI~ !h:J! 1/liolf! lltft fil\t;R!illhr;:;a 
{JflliHgonc.y (halns 

Comments 

--·- 1 

C.2. 10.6 
--·--------- -~-

Clo!lOd lk'tln Systr:rns: Drain Basin!; 

il ltl$JVlGl jl}f lllinr~ng nnd pillfng. 

~- _,_..V/,4 -"- ------ , __ _ 

b. lnspo-ct prc.te<.:tiva a'ating (lopsidB). 

(! ln~:pllGI b[lf.1n (_,()Ver or scre,en for c,:-\rfO~'on 

d t w.>t Ctpe'illil)n of c.h(H:.k 'Ia!~·.;~-. 

----~--1---;!-~>A,_ ,--1 

. ! -



C·14 

··--·~- ·-,--,.,......--,--- ' ·--··· ' ··-·-·· 
TANK OUT-OF-SERVICE INSPECTION CHECKLIST-Continued 

·--·· """' .---r~~:~ted commonls 

o. C~1r1ek '-~1_r_~~~~n~c of -~heck wM~ whm_o _tx~no~~-o! __ b~:;ln I!; ho~ow product hwol. / h/tJ ----

C.2.10.l 

1. hH/))(JGI dmln ba::;m(s) 10 wof dcckwe!rls fmt:mcl~hl!J. =:t 
o Ch;;-zk--~~;-ninh.;-i·,1(s.) outlot pipo for-~dtHitml~·-;;~;·;·;)lnrc•lt~-wn! to rn<;j ~:Jo(;k-~nr:tudiniJ~- -- --+- -----------

rf)lnfi_lfdng pad). ( 
.. ..... ' ··--······ .... . ........... . . ·-~~-1 

Glo50d Drain Systems: Fixed Drain Line on TAnk IJnllom (FJ 
.. ,N 

ll llillllltWf lost fixod drH!n tine on tlnk bol!(:irnlur lh!nrtjflrJ mill ~;;.'~llcl/d•~bti:> 

b lrl:.~pr'lct SVJ-)j}N\s and minfo.-dng pads lor .,.,,1!d filllwe-:; rwd (I:)IIO~hm. 

ptuaglng. 

· nk bO!trJm c Ch•xk Ulat I~PU is gU:JN, nut rig:d!y rc...::Xed to :supJy:,rl, I() il"."tM ll:<tliHtJ c>t Ia 
pbt>:s. 

' 
·~ 

-
C.'2. 10.6 Ch>!>Cd !Jr;,Jr; Systems: Fl~xibl~ Pipe DrAin 

H !n;~pel..:'t lur tJCJrnJ.QO 10 P.:O.:!Brim uf p;j.}e. 

___ , .. . Nif, 
\ 

l1, CII\'L~ lor ob~lfiK.I·fuV3 thr~t pipe could catdl tllt l 
~--~-

c. ln:,.pn\~1 :;l-11\:ldr, 1(1 pwtect pipe frc~'Tl snnoolnu. 

d. lll:'.J113GI tl.lS.Uit:: of twdro~tatic 1~31 on f!e,'iiiJl~ roo! drt1in :~~~:-.II'HI 

G.~.10.9 Cloucd Umln Sy!1tcms: Articulated Joint Dratn / 
I Njil) ...... - .. 

<I j !nrrtntr'l to•,JII(llfl plr~ HI IJ8X!b!t.' ~Oint sy~h'-'lll' fm llrlnrU•IJ) olf\1) ''' ,llt!'\lr•hf\~~~~~)111,~ w --~-~--

1! 111 !H'~-~~1~<111 l~l~t~q~'~ of bondl~tlfJf <.:\rn~l! _ ~---- _j __ 
lr L l)l,d fl..' _,uiL ol r..•tr,lnm hyrht'~ ;tfj!l. tl:':d 

d lll'•lll'lllntrd nq 1<'~1 c~.nd pdiJ -- I ---
C 2.HUO Alll1JI::I-f1U9e System und Alarms 

-........,--.,-
<\ C!~-e-tk lu:cd•:Jm cf fl'lflvhfllen! of ~:lJY:' !llmu~~h auk·<l~'Jil"! !1~>1 qtl :!'• i 

;!1/f] 
_ _, _______ ._ 

tJ lli'i{'"'~t !i.IHi3VC:1. ((,~ ln?BiJOilll)f rnoV>3fT11;nt 

i--~-·-· 
' <: Tt.:,l q1Jt,1lion dl;::(.l-:;;>t. \==·· 

l_ ____ _ 

~-----

d lnsJ>iJ-d lt\Ptl (HI'.J tape c.ab!e for twi'~-t:ng Jnj h,1yiny 

~}-.--~"1 t:;;t-b·;-f! 1.1pc's lrcodom of moverf1ent lh!OlJ[Jh yuiJH ~JW.'JV'''' diHI k;pn {IIJ~rJ& pip~. 

I. On o-'1<HH~P tanks, chec-k that gate t..1.p-es with c.ah~os h:l\1(• no mo1t' \him one loot of 
l!ipn fl)"posed with noat at lunest point 

U· Chotk l!t)ft\ k1r leakage, 

IJ, ff:f>l flOat UUidtJ WifO arK::hOfS lor springnehon by flll!lilltJ 01) Wl!il illld rtJ!el\l>lllQ. 
~---'-~-+~-+· 

L ·1;1;;~~~-~~i-lloatwolhl in floating roofs for thi~l~j,l!J and pHil no of Wftl~~~ ju~~~-;bovo tho liquid 
lovol. 

J, -c-heek that thn o.uto{laugo bpc is tinnly allachod to tho noat. 

n - M!!\f'OU!U and recmd th.}S-9 dlstone-us to d918mJ!r:rJ il S<'1JI !i:lfn,UJ" ·.•.-c~l o-c<;or II t:u-,k is 
nm o·.ur fr(lrn: 

~~~~~~~~· 

1. !:"-holt top <Hi[)l& to tmders!dfJ of 1>7~P-t~ goktu 5YIAtm1. 

:i lif!Uid h1W1I on f1olilin!) lop to top ol se-corvlilry S~!al. 

-- . k· ··~ 



jj 

TANK OUT-OF-SERVICE INSPECTION CHECKLIST -C~~1tinued 

llcm Completed 
\! r Comr~~;;l: 

--)-+--0. /tJenlffy fioJ!ing h)Jf5 Wft(!(O lhO L:1p1.1 iC. ((NH1(•(.(0\J cfn:.:.ct.ly !O !liG fO(lf. 
1----------' ------------ - -- --------- ---

p. OvorMI <ll"lun; h~">pD<:t !an!< OvNIJil pt4;1\"t,'!il;\ill Jl{Hri1:\:,;,i!cll% f(;r pn:p-er opm,'lliC~1. / I-----
C,2 11 
I---

COM MOll I ANK APPURT[NANGES ( 
C.2.1 L 1 Gougo Well 

-------
a. !ut:pt.'Ct !J-llu woU PiJl•1 f~ll lhilll!lllfJ <Jlobout I\'•' I) llli!d'> d·S!iiJ)/:~~ tlbOve tile borrom: look 

f\1r thinninn t1lllw t:·d!;•1 o! 1t11l ~k)jt._ / 

-----~---C-heck fvr cc~~(;~i{~--~;;"ii";o piprr J<litlt C/iutk !lt:tl s:Hnp1o u,rd~·:, vu,1ghts, tn:cmm~~---}-_:___----+ 
l8rs, f!IC: ,ll.H\'tl bt:•Jn re-tntNOd I/(JIH ltu> f•lp•• /. 

--

U· Cl!uck. pro.::orrco of nlll)!d·OH <lif>l!ll)l;~; H"!ath(il in wuiJ pipe ami record hold-off 
di!:iiH!It:IJ 
llol<i-oH dit~lltnl_:e 

/ 
t1. IUonlilv unci repoll f;t/(t nnil pip!, f,1·:lrtJdu!r1. ;Uirl wll(~thm t:ijtl.l i'_: ~.:nli\1 or 5I0\1(J\i FlHpnrt 

SIP! !.:.ill:' 

L Clt•:lk ll!allll!J IJ~_:IIH)II tl!!:.l:mt;cJ pl;l\i) i:~ t:jl.'ll 'f.'l,ld!~d !11 \ill-, bi.JWliH nnd IJtctt mr1r tJ;.1UQ<:: 
Wflt! :_,I)JijX.,If{'> i!HI '/o'IJ!dod \() \ht.' Ji)l.l\J) 1'11!11 W1l dtf<:·<.:tlil Ill lth"• 1:-<.:"•lt•:m 

I. Clu;;~k lm bull p!U\J or p!H\•} bl•n1.1 on q:JiliJ•) l';Oll \1,,\sliDf '.'alvc'. 

m lrt'.iP•Jd •)':-tU~lU woll Hllidt) In H'-nhnq ''-'')! f._)f !.linin'} .Jni.i tli!nniny "------ ---------------

n. !n:.;poJct 1110 gu!do lottO!!; <Hid !~l:dlnq pl.)tO'l ltir ltO•Jd{Jfl.t of muvGIWJnL 
1--------------------- ... -. . 

o. tnsp1Jct c\lcdJtion ot (lilllWI wo!l P'P'I :;,,;-~! :.·rd(Jfn 

/ 
/ 

,(_ 
/ 

-/ 

/ 
/ 

p. On h!-ad-; o:l and diti'>OI smvit:l)S. il ~Flll~J(• ·,•,•!H Is. id·-,(llr:~~]d fer S.iH!Ipling. th'C'..:::k for 
pms.tmco of a !ltlol- ond {PtliJO·t)'Jlt'J tHlt:h to i'IVI)ld :'.f!,iJ<1Ui:. 

!-----__:_ ____ ---- --- --- - ----------------------1-
q, Visuully !nspe•:t in~;id{J of p:plt kH pitlO ·.;·dd prohu:;\,)t1S \\hi>.h c..:a.rld r:-_,_1tch o::.r damago 

vapot c-onHollloal 

C.2.11.2 
----------- --------+-----1-----

C.2.11.J Shell flll;z.zl~t~ 

. 

a. lnsper,t f,hrll I~)OI% fm thhmlufJ nnriJ)tllin!l. /. 
1----__:____ . ---------- ------ --------+-__L__:----1------- I 

b. h10p1;1;ll10t W11 n<_.~, Llns for tl!ntulhiH ()! l1u!f:1i. ,~/ 
[__ __ ~_: ___ ------

foELl~~ 

r?b.-<o /h'--' 



C-IG 

.. -·-- ··--·~~- ·---

TANK OUT·OF-SEnVICE INSPECTION CHECKLis1;-Continued 
---

Item Complclt-d --- --·rc·---- -
\1 Commonlt! 

-- __ ,,,,~ 
~. ldon!Jiy typ-e olsllo!l nonhJS. 

--- -·--·-
------d. 1<~~~~-~~f~· and d~:::'_'~.~ ~~~1tmml_~~in~~~-~1dlldlno ~~bow-u!; ~lntf nH1ow-_~own i);i,~~· 

C.2.11.4 

~~-

For Noulos E-xtet\dC!d Into the TMk 

u. ln:;p,KI plpB 5tJf.T<Ht pnd:; \\t"'~J;sd to l;wX IJ()!!Cr:n. 

b lm.pe(.t to S'='O H1al pijH) Is free to movn al(lliH :<.>upporl without •.t·{;ln c1r to;Jr',nq :1cli~-,n 
{}/1 bnllom plate. 

/ ---·----
/ 

/ 
--- ----------- --~------

G. lnspnct noalo Wllvoslot packing lonk~1 mul damaged flanqolnt:!)f.. ---~--

--------~----:--~--::~:~~·:::~::::;~:~~~~::::·~~~:,::::.:E::; ::~~:~-,-"_(t~-"-,~-:;-!-::::~:~:.::~:~:·::.,-,-:,-·:·-~~---~=a--=.-,-k~~b·A'~'"' = --~--.~-~ -------
----~--- ------·· 

~- On olbow-lip flU hlW: lnlloailng H)oll;)nlct;, I_: hec-k that c•pnnin9 1:; dir.;:-...-:tcd <ljpltl'ol -~ / --

Dif:~~;:~~:~:~do~::~:~~~~ll;:~:~~~~:~:-·'_:-or-nptw~J~ ~~~-~~_·o~impnel HI•• f," e«J>ion. -~;V/t~.u 
,1 ln-<..pi:-<JI d:~su p:p!"l !!lr ,Jro::.ion J.r<d ti1inoinrJ 

---- ----- I , 
!1 C!1ed{ lio!Gs in fVhl:\~"-1 l1 •! t:·):{'.C~-5ivu W1:>.11 ;11,;1 <:-:n!.:tr',)~-~~ ,._-r ,· 1 

C.2.11.5 

--
r:· lrl',;poc! fliffut-:er l'-UJ>ptul~: tor dnnl<lgfl ill HI C()flf)Sion 

llhp•·d ;ii' :::~·!':!·JI • o.;l !;;,p,,.l! •) IUV':' t'i! Lo;:·~~ li f I'll,•)'-! '·'i :,JI.l · 11 ;i_~;,:•J ,_--,, t,· >~,,.' 
li!lo·,;ld••1i !l:•Pi~: 

d. ln~:prj-c:tthe swino pi!m lor doGp phtinu ;md weiLI corro•)t.Jn, 
~~-

u. l.oo~nn u-1o von I piUf):l In Hw pontoons nnd u~oton for a VtlctJurn. I nck of a W!IJUllrll 

hldh.·.tttes a leaking fHlnloon. 
~~~- ··-·-····.,,,. ---

Cht1d< the result.:; of <Jlr tr~st on pootoon~; dmiiliJ r~pair:; 

Q. lnsp£:(;1 trw pon!r~::-;n~; lor pitting. 
~~-

II lw,pn<.l the pu\1-<kJ\1;11 (:l1hle conned or\:-\ ln ll~r. s-v.·ing . 
. ---- -- '""'-----~- -"""'"--~--·~- ··-.--------~ "' 

hl•.poc.tthe cont!Jtlon of tho bottom·ITJOWllnd sHrport. hxp:J ltXlllunlllu{l Durnpr.r, t)t 
hiWU·rnountfHt !JrnllhlfJ bumver for WN)IJ c;ond1llon, wold and bolt cntr()i:;!r:n, nnd Mml 
wol(llnu to bottom or stlol! 

111110 II!Jl'tting ~win{) In /i flo~ ling or inlorrwlllnallng roof tank don:> 1101 tlfJVA n liln!llrt!J 
duvlco provonllng Uw towing from ox<:ondin!J GO degre~:>, 11\Ml~;wo ond calttJ!ulo tho 
rnn'11:11l'ltun a11gle p/J~,tllb!o wHh tho roo! on ovor11ow. 
M!}J(, anglo oo O'JOrflfJ\\1 ___________ 1 
(11!/1-8 Cd!.c-utated ;]flfjit'l f!V.CfK:dc:; I)S dt~IMI~. rf;r~t)HlllH:!-!II.i•_..:lltt··L1~!diz'fl of alirtoit·WJ ! 

-------~~-~(;kf!l.) --- ------~--- -- -------- - ------ ··- ---- ~-----
m_ lnq>ncl pu11-<Jown c(I\Jh) fur fruylng. 

.... 

·--



[~-. 
·---~·-----

TANK OUT-OF-SERVICE INSPECTION CIII:CKLIST~Conllnued 

Item 

n, hn;poct lor ttnoo CJ.ble elamps where cab!o ntlachnr;ln und t)f :)Wll\j) 
wovod) (If tu wul as.sombly (doub!f-1-(fHWed). ln~pr>1;l t!/ll)a\'QB lor frc 
mont. 

~---· 

lino (::;Ingle-
mJom of rnova-

·- ·-· 
nd acwmcy. 

p, 111!\JIP.ct oottom·mounted sheave assembly nl mHI OIIY.)Ilk·on for !roo 
<>f ~;lumvo. 

q ltl:>fu:t~.:t sho!l-moun!ed lower shea1JO assgrnhl~1 1m ftuf;d•JHI•If tr'J!iitllll 
CQf{(}.~>ion thinning, ::~:nrt pitting of shcavo hou:;:irliJ 

!I !lr~,.pt.-ctlho 0\,!rh\'iiY hr~8\.:>t l.'iCk~. kHiw;kcn \'I'Cid~. ,11d />Pt•d!h:JI•I lh 

h Mon:,•ur, Mli.J tf:•((Hd !Ire-length o! Hw r.c:l!t•r wvllr·no:h ;•I \!, •.• !t·kk 

llcrm of rotation 

.. 
1 r_:.l !:>heave, 

··-

l1 t;f CfJ€fJ.li·:>n 
. 

~~-·· 

'' ~hl:ng rLr1ls. 

-

. --- --r-
Comploted 

v 
-~-- ~-

J --. -· 

·-·{--
·-~' --

_..-v/&._1~ 

I 
l 

/ 

Comments 

C.2.1 LU Mlxct Wcnr Plates and DC!flector Stand!; N/JJ 

c.:~'.l? 

-· ! 
·~~-

lily, ~;tnJCtural 

n. llmpnr.t hnllom rtnrl :::.hell plates ;:md llul!eGior ~;1.-Htd'; ~ 

h. ln.'lpO.;t fur N'OSiOn Hml corrosion on tho Wf!at pb!;)•; lr6pi;:•r ldr fi(Jk 
!:oundno:->r., Urff'O~inn, and ~rot:IOn of 'jed: plalm; tlnd t•!ll'rlur::rn!J p-:1ds th(-11 me soa!· 

wo!dnd to tho bnnom u~·~(-'"-"_1•_& ~~~-J_Ie_.;:_r-~~~-~-~-~~J k1q~; ~~~-~-- ~- ___ _ 

<1 Mo.l:HIH) k1t Jl!OJH!ll~!'deiHi:in<.~e IJ1;!lWf7f!n tho bolt•Jrrt •1! dof!. ,-~~ •I '1·n 11! nnd tnof "•'!len 
lltu root~~ on !ow !('~5. 

/\Ct;(~SS !~H\IJCTIJRES 

(1 ldt!ulil'l hlld r<:p<Jrt ly~·J \s!>:::ci p~p-r.;, gJ~Vi:lniZf~d p1p;)_ :;•pnm h!l)·!, iill~J!e) l::Hld 5tZO at 
llfifl{J(iid~. 

~-~---~ 

(. h1:'qwq .)n[Jchf!H;fil ws!ds.. 
--·---

/ 
/ 

-~~ 

/ 

--··· 

.~--

, __ 

oi· 

~,{ 
.,,:. 

7-11 ldNHJfy t:o!d joint::. ilnd sh?.f() e...ines.lrl:;pt•r;t UP! lrdt•dt,lih mt:J lllidra1:s. ,":\(. 

o, ln:;tmtt safot~r drop bar {of sal ely chain) lor corw;;;/.Jn. hm1:!11Xlifl{l, atl(j lor1gth. 1J /_, / ····-··· ... . ·-· .... .C:~--l--"----1-C:... 
(, llv,;pr.-ct the handrail between the ro!ling IJddor ilnd tim H;l\1·111) pltrtform fo1 a ha:aud· 

oun o))t)n1no when the fk ... ating ror)f is at its lowe::.\ li1Vd 
/ 

G.2.12.2 Plolform Fromo ~t-
/ n. ln_::~-~-~-!~~~~~l.~~~~~.~!:o_~_io_"_"_"_'_J ~~:~_'l_fn~~o_. _____ --~.--~~~~+-...-'-~~~~i-·-~tJJ, 

/ h. lnst>Octtllo nllnchmont of frarne to supp01ts nnd S!tppurln ltl t:~nk for currosion and 
wold falluro 

,/ 

/ d. lrW.JWCt tho surfrtco that deck plate 0( {JI'dtirii'J rc'SL on, lor lhllillill!l nnd holt's. 
··----· -1-.. / 

·----··· 
C.2, 12 :j Dtltk Plato antJ Grating :::.:. ___ __::. __ _ 

a. ln!lj){lt1t d.::c:k plato fm couoo:oo-c.aused lh:nnin1J or h~>l\1:; In!',! dti\il\ t\Dte~) nrKi f.\::! in! 

f1ifllHO. 
.. ··--·----~····--1---

G·ll 

__ J 



C·HI 

---···-···--·-. ······--····· ······--· 
TANK OUT·OF·SERVICE INSPECTION CHECKLIST-Continued 

!tom 
Complelcd 

/ 

l_ 

c1 Check grab·ng ti.a d-o\•m Cli!l$-. Wll>:;fC qml,nQ has Q.cpn Htlrofllfl~d lt1 /iJjlL\u} pl,lle, 
rneasur~ the ri-sD of tho ::;top li!!/.t)W ;-tnd abo·.·e !he gr.Jt:ng !;W!LJrn illd WJf:l·!:11f;- ,•,·itil 
other 1lgers on ~;e S!Jirway. 

! 

C.2.12.<t Stairway Stringers 

a. Inspect spiral slairv.•a)• f.\rlngo-rt::f(}f {'fAfOS!On, palnt I::Hluro, <J~l-(1 wt~l·llttiltH0, ln:-p1.:cl 

attachment of :::-tnirWay lmiltb \•) :;!linger. ______ ~~-----~---- ~ (_ 

b. lnspot.t :SI<lir\WIY ouppf)rt~ to 0hu!l wolds and roinfm(;fn(l pad:;;. 

c. Inspect steel SUJ}JJQrt altur.:hmollllo mnerf11o basH lor (X)Iro~;lntl 

C.::l. t:?.fi Rolllno LAdder 

-·---

/ ...... _....:..iT 
;1//(1 

·e ----~----~~5p~ct rolling f~ddor r.lrin{jfWll_<_l_~e~orJosion _ ··- ·n---
O ld-Jntity and inspG1:11.,1dd•11 li u1d rung:-; (e<juo.re b3r. round bal. afl\J!":>) IN l'"l:d 

d.t!aci1fnent to stringNs ar-..:_l c<Htfl<:!,)tl, p;1!\_1_ul.-:t!lj ·;,11t!l': ;'il'Jt;r II.J!\~)·· ~~~~~· v,("t(j,J<j !>::• 
':-lliwj;;-f~. 

•; Chc-c.t-; !or we.ar ~nd COrt<"•!'·ii!!' \\I;<~~~-, w,-\IP(} l.·t<hlf-'r ;"cllQ.•ho;.> t•: jl:-1~lf·9 p!aP•,Im - --~----~-: .. 
il. ln::>.ptlcl pivot bar fl)r I'W;it and l-t:·c-wl!nc·5'->. 

" 
L 

>,1· 

" 1---1-··· 

ln:;poct for OJfiOGi0!1 11nd W1i/Hu!l muvin0 par!~. 

I 

Comments 

,.; 1·. 
d"' ... 

I 

. I 

lnsped top .;l!rfd'.'f! ;_•r f<;l!•nq !;Jd•.lor !filO:i-; lor ·,-.·c·,'l< b·.,.· \'•r~ :!';I , :1:>~1:1 C• ,-,tl;,_-, ! II! 'n 
.·,f !!fl\l,()f!l '!;:)(_'' tlrcl''~ lt\tlt) i•i(''!_!\]111 

-,--1~--·-- -~ 
I 

f. ln'ipcct trJck supp<:;rtc;: rJn fl'•f•f ~;,, rt.Jfifd(IHt) p:irl.:; ::.t-~!-·:,,_.liJ,•d !•; d··-.: ~- 1'1-llt· 
··--+--i-

ChHfk ~i~ d-m~r.:-,inniqq, lht, rn;rxnutJII• <:ttl•ie <.ll thi:-1\..',JI•ntJ lnd•_!f_-.r ,.,h<'fl U1.-__, rurA ~~-on 
towtcgs~ • 
M,1z. angle 

IlL II roiling ladtler trRck t•xh:nUr. to wllhln 5l1 ol the cdgo ol the 100! 011 liP~ f;n r.ldo, t.llack 
for ;k hnndrail on tho !OJ) nl tim t~lioll <>n thtlt S1de. 

------



BBB TANK SERVICES, INC. 
9225 Leopard St., Corpus Christi, TX 78409 

361-241-1001 fax: 361-241-1006 

' COMPLETION OF WORK PER API 
CLIENT: Superior Crude Gathering 
LOCATION: Ingleside Texas 
DATE: 1-4-1011 
TANK#: 13 

TYPE OF ROOF: Cone Roof 
TYPE OF INTERNIAL ROOF: aluminum floater 
TYPE OF PRIMARY: Mini Shoe Seal System 
TYPE OF SECONDARY: single wiper 
TANK SIZE: 122'6" DIA 40'0" HT 

ALL MEASUREMENTS TAKEN CLOSEST TO V AREC 
ROOF HEIGHT: 3'6" LOW 5'6" illGH_ 
PRODUCT LEVEL: 3'6" LOW 39'6" HIGH 

Removnl of old bottom 
Removnl of old snnd 
Insulation or new sand 
lnsulntion of new A36 \4 bottom 1 V." over lay 
Nozzles nrc in code do not clumgc 
Strnpping by others 
Repnir floating roof 
Hydro by Client, BBB to witness 

Job scope 

Test Reports 

Test reports nttaehed to linn! report 
Dottom Report 
Lenk Test Report 
Liquid Penetrnnt Report 
Visual Test Report 
Vncuum test Report 
X-Ray Report 
X-Rny Transferred Report 
Hydro Test Report 
Finn I Hydro Test Report (To hnve stn 



BBB Tank Services, Inc. 
AST Services and New API Tanks 

Final Hydro Test Report 

Per the attached document all hydro Testing is completed and in accordance with API sections 
7.3.5 through 7.3.7.2 and section F.4.4 of API-650, 1J.1h edition. 

Tanklt: 13 

Job Site: 1472 FM 7525 

City: Ingleside Texas (Superior Crude Gathering) 

Date: 12-17-2010 

Customer 

Acc~li~: Jeff Kirby Owner/Operator 

Date: 12-17-2010 

~"''''' _ .. ~:,orr ' 
~.l::l·~·""'·~·f.-111~\. # .·· . y:. 
~ . 5/-v. f1 rz, 

~""*'''''"'''''''"'''uuottotu~ /.~ / 

t:~~?.~~T.~:.~.~!~~:.?.~i···~ L ~ II 
1/, • • • (7 71 
~,.",\ 03605 :,');,J 
t _...., •• " •'Wd 
c.~C!<~:.-1·1 C!' N S~ "t··~~ ,,T ..... ''-''•• • • •• (r.."""" 

''!• .. Sc'' ·· •" • • '.r::.\-\··· <"-' ·~;· '-'~ONI\t. \>~ :-'~ 
~\>,<;.,.~_, .. _;z;-::~·~·-

r-"'1/:, u 1£4),/CO 7 F.J .J 7 I" 13? /l-
BBB: Larry Shuler BBB Foremen "' I n tf .:cA.. I ~ 

flr:Z:.~vvv J ~ 
~· pvr!. F'ltOC-tfSI>Uol<'<!:[ 

Comments: Tank was filled and held in accordance with all the pertainmg API rules and 
guidelines OJVI.-'t, 

-------------· 
Corporate Office: 9225 l.eopard St.- Corpus Christl, Texas 78109- Phone (361) 241·1001·- Fax (361) 241-1006 
Operations Office: 3506A ~attleground ~d -laPorte, Texas 77571- Phone (281) 542·9330 ·Fax (281) 542-9336 



BBB Tank Services 

Bottom Report 

Tank#: 13 

Location: Ingleside Texas 

Client: Superior Crude Gathering 

Tank Size: 122'6" X 40'0" 

Foundation: Concrete ring wall, with sand bottom. 

Replaced with: River washed sand (4") 

Method of bottom: 4' of sand was removed from bottom 4" of new 

sand was installed using wacker packers and water. 

Bottom: :!4 A36 plate 

Weld: 1 )!,''over lay 

Tested: Test reports attached 

Client:~ 
BBB: Larry Shuler 

Witness Qdle UJ 4J J'/&>~ 
Comments: no nozzle work on tank, Nozzles were in code therefore no 

work was performed. 



BBB Tank Services 
Leak Test Report 

All areas have been tested and checked for leaks in 
accordance to all requirements pertaining to the 
contract and applicable code. 

On tank#: 13 
At: Superior Crude Gathering 
In: Ingleside Texas 
Feet Tested: 385.16 
# OfLealu;: 4 
Retested: 20'6" 
#ofLeaks: 0 

Date: December, 6, 2010 
Job#: 1276TX 

Customer Witnessed By: .\~~! 
Customer Accepted By: -~~~.1.\kt,Ll---------



BBB Tank Services 
Liquid Penetrant Report 

The entire corner chime: 
Has been checked for cracl<s and any other defects in 
accordance to all requirements, pertaining to the contract 
and applicable code. 
On tank#: 13 
At: Superior Crude Gathering 
In: Ingleside Texas 
Date: 12-6-2010 
Job#: 1276TX 

Customer 
Customer 
Date: 

Witnessed By :---"'J-:?:'-~-'+[1'+-' '->=::14'1-----
Accepted By:_--=~~Qf9Y-+------

BBB Witnessed By: Larry Shuler 
BBB Accepted By: Ralp,ubg-Qe 

Comment's: // ~ 



BBB Tank Services 
VISUAL Test Report 

All areas testing has been tested and checked in 
accordance to all requirements pertaining to the 
contract and applicable code. 

On tank#: 13 
At: Superior Crude gathering 
In: Ingleside Texas 
Feet Tested:3,958.16 
Date: 11-15-2010 
Job #: 1276Tx 

Customer Witnessed By: 1\tj~ 
Customer Accepted By: ---"~'¥~*~12'\~r---,r--------------

BBB Witnessed By: Larry Shuler Q J\ ( ~ 
BBB Accepted By: Ralph Bubba Gamble ~ ~ d 'LJ!. 

Comments: ------------------------------



BBB Tank Services 
Vacuum Test Report 

All vacuum testing has been tested and checked in 
accordance to all requirements pertaining to the 
contract and applicable code. ---------

On tanl{ #: 13 
At: Superior Crude gathering 
In: Ingleside Texas 
Date: 11-16-2010 
Job# 1276TX 

Customer Witnessed By: -~~t.,..f:.:,.{:,::K'PtiJ~t/~-----
Customer Accepted By: _ ___::\\:.~~-il~""-j:l--7 _____ _ 

BBB Witnessed By: Larry Shuler JJ g /J /;, 
BBB Accepted By: Ralph Bubba Gamble /~ {:/ (__f' 



BBB Tank Services 
X-Ray Test Report 

All x-ray film has been viewed and checked in 
accordance to all requirements pertaining to the 
contract and applicable code. 

On tanli #: 13 
At : Superior Crude Gathering 
In: Ingleside Texas 
Date: 12-11-2010 
Job# 1276TX 

Customer Witnessed By: P~S\em Inspection 
Customer Accepted By: --"'~'-Wi'~-'<--------

BBB Witnessed By: Larry Shuler ;J J/ /l / _ 
BBB Accepted By: Ralph Bubba Gamble /o/ /J,~ ~ 

Comments: £)/)lo/l '$LA:_ 



BBB Tank Services 
X-Ray Transferred Report 

All x-ray film has been released and turned over to the 
customer per the contract. 

On tanl\: #:13 
At: Superior Crude gathering 
In: Ingleside Texas 
Date: 
Job #: 1276TX 

Customer Witnessed By: -~....._-Pt<r~7-1~1'--"i:-t-\/ _____ _ 

Customer Accepted By: -~~~.JQI--'""LJ.,.,~d-------

BBB Witnessed By: Ralph Bubba Gamble;? 1/ /) 1/7 
BBB Accepted By: Ralph Bubba Gamble~· /c::/1 ~ 

Comments: All X-Ray papers will be turned over to Jeff 
Kirby at the completion of project in project completion 
package. 



BBB Tank Services 

Hydro Test Report 

Tank#: 13 

Client: Superior Crude Gathering 

Location: Ingleside Texas 

Job#:1276TX 

ember,16,2010 

Hold Date: Decemb r, 20,2010 

Hydro Release date December 22,2010 

/, 

Comments:. ______________________ _ 



BBB Tank Services 
Completion Report 

BBB Tanl{ Services has completed all work on the 
external cone roof 
Superior Crude Gathering 
Tanl{ # 13 
At Ingleside Texas 
Job# 1276 
All work has been completed in accordance to all 
requirements pertaining to the contract and applicable 
code. 

Customer Signature:____,\v/,f-f.l~q.._,:~J-..;;.~f--------
Date: 11.~ I 0- !D tftJ 

BBB Signature: ~-~£ 
Date: 12 -ID·-li) 

I 

Comments: 

Cone roof has 346 patches installed 
Vacuum test performed no leaks found 
Screens on vents were reinstalled per code 
All other repairs were addressed and fixed. 



BBB Tank Services 
Completion Report 

BBB Tank Services has completed all work on the 
internal floating roof at: 
Superior Crude Gathering 
Tank# 13 
At Ingleside Texas 
Job# 1276 
All work has been completed in accordance to all 
requirements pertaining to the contract and applicable 
code. 

Customer Signature:.~J.#I.-..!...l!(,---4-------
Date: I ~ t(- I I 

• 

BBB Signature: E~±J{e_ 
Date: I - .1--f- II 

; .·:r i 

Comments: 


	barcode: *9545733*
	barcodetext: 9545733


